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摘  要：提出一种基于正平衡方法的热效率在线计算方法：通过在线采集锅炉运行中主蒸汽、给水、一二次风等
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Abstract：A new method of on-line calculation of heat efficiency of circulating fluidized bed boiler 
(CFB Boiler) was proposed. Based on some measurable operation parameters, including pressure, 
temperature and the flow rates of main steam, water and primary and secondary air, which were 
collected online, input energy and the utilization of energy in effect could be deduced respectively, and 
then heat efficiency could be calculated. Using the plant-site data from a 135 t/h CFB boiler unit in 
Fujian, the online calculation of heat efficiency was simulated and the result of industrial simulation 
indicated that this method was accurate and effective. Furthermore, orthogonal experiment was 
performed to analyze seven factors which contributed to heat efficiency of CFB boiler. Because it is hard 
to get corresponding data on the orthogonal layout, a Levenberg-Marquardt (LM)_back propagation (BP) 
algorithm-based predictive model was established by using the data collected from plant-site and on-line 
calculation model. The result of orthogonal experiment indicated that air/coal ratio, main steam pressure 
and boiler firebox temperature were key factors. The result was validated by the industrial optimization 
experiment. This method will help on-line optimal operation of the CFB boiler. 








































1  CFBB 热效率在线计算 
根据 GB 10184—88 电站锅炉性能试验规程[4]，
锅炉的有效利用能量[5]为水转化为过热蒸汽需要的
能量，锅炉的输入能量为锅炉燃烧过程主反应释放
的能量，即 C 与 O2 燃烧生成 CO2 的反应释放的能
量。基于正平衡计算方法，锅炉热效率在线计算的











         （1） 
1.1  有效利用能量在线计算 
锅炉的有效利用能量可用式（2）表示： 





































0 1 2 3h b b T b T b T= + + +         （3） 
其中 b 值方程如式（4）～式（7）所示： 
    
2 3 3
0
194.89 11.220 0.280 3.24 10b p p p−= − + − + ×  （4） 
 2 5 3
1
7.30 0.163 0.0043 5.10 10b p p p−= − + − ×    （5） 
4 5 2 7 3
2
0.017 8.28 10 2.22 10 2.62 10b p p p− − −= − + × − × + × （6） 
5 6 8 2 10 3
3
3.23 10 1.44 10 3.76 10 4.38 10b p p p− − − −= × − × + × − × （7） 
为了验证拟合方程的准确性，选取 14 MPa 和
18 MPa 的给水热焓真值数据，与拟合数据进行对
比。对比结果如表 1 所示，结果表明采用三阶最小 
 
表 1  给水焓拟合值与真值的比较表 













160 683.51 683.18 0.048 685.93 686.21 0.041
180 769.93 769.69 0.031 772.07 772.56 0.064
200 857.67 857.02 0.076 859.47 859.79 0.037
220 947.16 946.07 0.115 948.52 948.65 0.014
240 1038.95 1037.70 0.120 1039.72 1039.91 0.018
260 1133.86 1132.80 0.094 1133.80 1134.35 0.049
280 1233.15 1232.22 0.075 1231.83 1232.71 0.071
300 1338.97 1336.86 0.158 1335.6 1335.76 0.012




相对误差＝(拟合值－真值)/真值×100％  （8） 












只考虑 C 与 O2 反应生成 CO2 的反应。这样，燃烧
过程给煤消耗量和给煤释放能量的计算就转化为对
























1500 K，根据物性数据手册[9]查得的 CO2 反应生成
热，采用二阶最小二乘多项式拟合法对反应热和反
应温度进行拟合，得到拟合方程如式(11)所示： 
6 2405.52549 0.03709 8.17397 10y T T−= − + + ×  （11） 
拟合结果表明，二阶拟合误差小于 0.08％，能
满足工业上计算需要。 
1.3  工业数据仿真 
本研究采用福建某电厂 135 t/h CFB 锅炉机组
工业数据进行仿真计算，共 2160 组连续 3 h 的工业
















































图 2  热效率仿真结果与现场采集标准煤耗曲线图 
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参数为网络输入，锅炉热效率为网络输出。将 1.3
节中采样周期为5 s的连续 3 h工业现场数据以及通
过上述在线计算算法得到的锅炉热效率作为样本数





练目标误差平方和取为 0.01，经过 17 次迭代达到训
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图 4  锅炉热效率泛化输出与样本输出 
 












4 个，水平的选取结果表 2 所示。 
在此正交试验中，因素为 7 个，水平为 4 水平，
因此选择常见正交试验表中的 L32(49)正交表，共完
成 32 次试验，可完成试验要求，表 3 是正交试验表
L32(49)的试验方案及部分锅炉热效率试验结果表。 
 
表 2  正交试验因素/水平表 
水平 
因素  
1 2 3 4 
炉床温度/℃ 970 980 990 1000 
主汽压力/MPa 3.61 3.66 3.71 3.76 
蒸汽温度/℃ 435 437 439 441 
风煤比/% 2.75 2.94 3.13 3.31 
电负荷/kW·h 25.4 25.8 26.2 26.6 
氧体积分数/% 8.12 8.43 8.74 9.02 
相对粒子浓度 106 115 126 133 
 


















1 1 1 1 1 1 1 1 0.78159
2 1 2 2 2 2 2 2 0.77459
3 1 3 3 3 3 3 3 0.79664
…… 
16 4 4 3 1 2 1 3 0.81027
17 1 1 4 1 4 3 2 0.86137
18 1 2 3 2 3 4 1 0.77389
…… 
30 4 2 4 3 1 1 2 0.79849
31 4 3 1 2 4 4 3 0.77995
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K1 80.21 79.81 77.93 80.89 79.165 79.69 78.03
K2 79.4 78.4 78.77 77.38 78.685 77.49 78.745
K3 79.385 78.675 77.62 78.47 78.86 78.695 79.18
K4 77.95 77.205 79.77 77.345 80.24 78.21 78.125
R 2.26 2.61 2.151 3.544 1.557 2.20 1.152
3  工业调优试验 













表 5 给出试验结果；序号 1 数据为实施上述在
线调优措施后的数据；序号 2 为未优化的数据，分



















1 989 3.01 3.72 0.776 325 
2 988 2.97 3.72 0.765 332 











控和分析，有利于锅炉的优化运行。    















Ω ——氧气离心因子，量纲为 1 
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